Mount near panel (included with ACCY-IBX).

Terminal Strip:

Model TS 2 x 4

DC Wiring Diagram

DC Negative bus
DC Positive bus
+DC
+DC
Typical Load
Typical Load

DC
DC

Safety Ground

Brackets

Lighting

Mounting bracket

Source circuit breaker

Typical fuse or device panel

-DC
-DC
-DC
-DC

E-9

 Important Installation Notes

1. This panel is designed for 12 or 24 VDC. Mixing voltages will result in damage.

2. The maximum current capacity of the insulated bus bar is 50 amps.

3. See the reverse of this sheet for important information regarding panel connections to com form to U.S. electrical regulations and ABYC standards.